








EMLED High Output Emergency Light Series EHEBB

With Battery Backup 03.05.19
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1. See Fig 3. NOTE: Fixture weight is 13 Ib. and screw anchors of suitable capacity must be used in
ceilings. If using J-Box ensure that box is firmly secured in recess. If not using J-Box install (2) Screw
Anchors for #10 mount screws supplied, at 11” between centers. If using J-Box, install at 9 1/2”
between centers.

2. Proceed as for Surface Mount, from Step 3 to END. Ig
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